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10" long x 5" wide
stainless steel strap with worn
gear drive

70 W HPS starting aid with
#16 ANG Type SFF-2 wiring
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8 wF metal encapsulated
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resistor and wiring
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2%" Height mogul screw
base porcelain socket
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Existing reflectar

70 W HPS lamp

FLUSH SOFFIT LUMINAIRE ASSEMBLY

Mounting bracket,
see detail on this sheet

Five section twin screw
terminal block with quick
disconnect male blade tabs
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70 W HPS ballast with
90° elbow mounting
bracket

2" slot
for strap for
interconnecting

for interconnecting wires
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Preform two sheets Yg" mild steel as shown, spotweld
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together in each corner with four spotwelds.

Spot weld

SIDE VIEW

MOUNTING BRACKET DETAILS
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quick disconnect
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NOTES:

1. Fixture wiring shall be Type SFF-2.

2. Use No. 8 ¢ machine screws, lockwashers and

nuts for mounting ballast and terminal strips.

/ Starting aid

HPS lamp
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MODIFICATION DETAILS

STRUCTURE

3. In-line fuse as required on Standard Plan ES-13B.
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